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D-DT-5208 SHT. 2

1.   STRUCTURE SHALL BE ERECTED, ALIGNED, SQUARED, PLUMBED AND LEVELLED TO AN ACCURACY SPECIFIED IN SANS 1200 - 6.2.2.c) 2 - CLASS 11.
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ADJUSTABLE FIXING CENTRES
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SUBSTATIONS (21m) 

STANDARD LIGHTING/LIGHTNING MAST FOR
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(6000 HIGH SUPPORT)
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TOTAL MASS kg

-

TOTAL

STEELWORK : (REV.0)

6,6/132kV TUBULAR BUSBAR SUPPORT

SUBSTATIONS (14m) 

STANDARD LIGHTING/LIGHTNING MAST FOR

11

7

4

-

D-DT-5220 SHT.2 439,48 4,01 1773,96

D-DT-5217 SHT.3 & 4 5 & 6 404 - 2828

4601,96

NOTES : (REV.0 & 0A)

4.  BASEPLATE MODIFICATION FOR 21m LIGHTING/LIGHTNING MAST FOUNDATION TO BE SUPPLIED ON AS BUILT DRAWING.

3.  ATTACHMENT HEIGHT FOR FLOODLIGHTS 6m AND FITTINGS ARE TO BE ANGLED AT 45[ TO THE VERTICAL.

2.  FLOODLIGHTS (28 OFF), LIGHT SWITCH (1 OFF) AND 400 WATT WIDE BEAM WATERPROOF LIGHTS WITH CABLING AND CIRCUIT BREAKER INSIDE CONTROL ROOM.

(REV.0A)

(TO 14m HIGH.)
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